
START
Mr. John Grantham FLUOR DANIEL, INC.

State of Washington
Department of Ecology
Nuclear & Mixed Waste Program Date: April 20, 1994
P. O. Box 47600
Olympia, WA 98504-7600 References Hanford Waste Vitrification Plant

DOE Contract DE-AC06-86RL10838
Fluor Contract 8457

Transaittal No.s WDOE-915

Dear Mr. Grantham:

We enclose 2 copy of the items listed below. These are issued per US-DOE request.

Response due to Fluor: N/A
Responds to: A160 PACKAGE _

NUMBER REV DATE TITLE

DCN - 0186 0 04/19/94 REROUTE DRX-4"-053-046-R PIPELINE

"APPROVED FOR CONSTRUCTION"

aceiacaaac^: rnr-ivao, rvr-oov
Distribution:
R. L. Long: DOE-RL, w/O
TWP/AME Corresp Cntrl Cntr, MSIN A5-10
(A160 PACKAGE), w/0
P. Felise, WHC-RL ( MSIN G6-06), w/1
Environmental Data Management Center
(MSIN H6-08), w/1
D. Duncan, US EPA, Region X, w/0
M.D. Talbot, WHC -w/0

RSP:BRE:fps

Very truly yours,

WZA Fsa,!^ t,,, ^Fo'
R.S. Poulte
Project Director

It

APR 1994
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FLUOR DANIEL 1DCN - 0186 I REV 0 I PAGE 1 OF S
US DEPARTMENT OF ENERGY DCN TITLE

DATE INITIATED

HANFORD WASTE VITRIFICATION PLANT
4/1 5/94

DESIGN CHANGE NOTICE REROUTE PACKAGE NO.

DRX-4"-053-046-R A160

PIPELINE

REROUTE DRX-4"-053-046-R PIPELINE CONNECTING BETWEEN RWX CAUSE OF

PUMP HOUSE AND FIREWATER PUMP HOUSE. THE PURPOSE OF THIS
CHANGE:

CHANGE IS TO CIRCUMVENT CROSSING AN EXISTING CONCRETE LINED q Field Change Request

STORM DRAINAGE CHANNEL AT TWO LOCATIONS. DEFERRAL OF HWVP q Supplier Disposition

AND DELETION OF THE VIT. BLDG. FIREWATER SYSTEM HAS MADE THIS q Deficiency Report

CHANGE POSSIBLE. q 9esign Development
^Change Request

q TBD/Hold

q Other

Initiating Document(s)

CR-HWVP-1101

FOR LIST OF AFFECTED DOCUMENTS, SEE SECTIONS 6 AND 7.

IF "YES". ADDITIONAL REVIEWER COMMENTS
REVIEW REQUIRED BY. AND SIGNATURE/DATE

WAPA DWG/SPEC? C"YNO q YES

QUALITY LEVEL I DWG/SPEC? ( w!"NO q YES
SAFETY CLASS 1 OR 2 DWG/SPEC? BrfyO q YES -
SYSTEMS ANALYSES AFFECTED? .,Q^NO q YES _

MULTI-DISCIPLINE CHANGE? Gd?JO q YES

DCN Evaluated by: System _̂

nator Date

Project Management Date
II PE STAMP REQUIRED? q NO ES

Systems ate 11 WH ate

Independent Safety Date

Quality Assurance Date

Configuration Management Date

COMMENTS:

FORM REV. 09/23/93
P.\8457\DCNS\ 04/18194 1:04pm
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1`5
FLUOR DANIEL

US DEPARTMENT OF ENERGY
DCN - 0186 0 CIVIL A160 2

HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

PREPARED

DOCUMENT SHT/ REV INI,LI

NUMBER PAGE NO DOCUMENT NAME Y/N

H-2-117153 1 5 CIVIL, UNDERGROUND Y
UTILITY PLAN

H-2-117156 1 5 CIVIL, UNDERGROUND Y
UTILITY PLAN

H-2-117160 1 5 CIVIL, UNDERGROUND N
UTILITY PLAN

H-2-117161 1 3 CIVIL, UNDERGROUND N
UTILITIES SECTIONS &

DETAILS

H-2-117162 1 3 CIVIL, UNDERGROUND N
UTILITIES SECTIONS &

DETAILS

H-2-117165 1 5 CIVIL, DRX PROFILES N

H-2-117176 1 3 CIVIL, SWX AND RWX N

PROFILES

H-2-117177 1 3 CIVIL, SWX, FWX AND Y

DRX PIPE PROFILES

H-2-117178 1 2 CIVIL, SWX AND FWX PIPE N
PROFILES

Date:

REROUTE DRX-4"-053-046-R
PIPELINE

REROUTE DRX-4"-053-046-R
PIPELINE

REROUTE DRX-4"-053-046-R
PIPELINE

ROUTE DRX-4"-053-046-R PIPELINE

THROUGH DETAIL 6

REVISE DETAILS 13 AND 23 TO
REFLECT REROUTING OF DRX-4"-

053-046-R

REVISE DRX-4"-053-047-R PROFILE
TO REFLECT REROUTING OF DRX-4"-

053-046-R

REVISE RWX-12"-500-013-RF TO
REFLECT REROUTING OF DRX-4"-

053-046-R

REVISE DRX-4"-053-046-R PROFILE

TO REFLECT REALIGNMENT

REVISE SWX-4"-490-013-R AND

FWX-10"-500-033-RF PROFILES TO
REFLECT REROUTING OF DRX-4"-

053-046-R

his section references affected items such as P&IDs or calculations/analyses, but they are generally not included in DCN package.

DOCUMENT SHT/ REV

NUMBER PAGE NO DOCUMENT NAME DESCRIPTION OF CHANGE

H-2-123361 7 9 PIPING & INSTRUMENT REROUTE DRX PIPELINE BETWEEN
DIAGRAM SYSTEM 53

NONHAZARDOUS WASTE
WATER DISPOSAL

H-2-117112 1 5 FINAL SITE GRADING AND
UTILITIES PLAN

H-2-117113 1 8 FINAL SITE GRADING AND
UTILITIES PLAN

FIREWATER PUMP HOUSE AND RAW WATER
BOOSTER PUMP HOUSE

REROUTE DRX PIPELINE BETWEEN
FIREWATER PUMP HOUSE AND RAW WATER

BOOSTER PUMP HOUSE

REROUTE DRX PIPELINE BETWEEN
FIREWATER PUMP HOUSE AND RAW WATER

BOOSTER PUMP HOUSE

FORM REV. 09/23/93
P:\8457\DCNS\ 04/19/941:44pm
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FLUOR DANIEL U.S. DEPARTMENT OF ENERGY

HANFORD WASTE V I TRIFICATION PLANT

DESCRIPTION OF CHANGE

DESIGN CHANGE NOTICE

BASE DOC. NO.

SHT/PG. ' REV. ^

DISCIPLINE: CIVIL

PREPARED BN.

DISCIPLINE EN

DATE

DCN -0186

REV P4GE

0 3

FORM REV. 09/23/93
P.\8457\DCNS\t 04/18/941:18pm
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1-5 FLUOR DANIEL U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICE
HANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE BASE DOC NO.

SHT/PG. ^ REV..s

REROUTE DRX-4"-053-046-R PIPELINE CONNECTING BETWEEN
RWX PUMP HOUSE AND FIREWATER PUMP HOUSE

DFSqPLwE: CIVIL

PREPARED BY. OATE /fj
REV ROGE

DISGPLINE ENOINEER: • • ^^: [,( ,Q DCN -0186 0 ^.

FORM REV. 09123193
P.18457WCNS\1 0411 B/94 1:184nn
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FLUOR DANIEL U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICE
HANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE BASE DOC NO, y 2-//7177

SHT/PG. ^ REV

" -053-046-R PIPELINE CONNECTING BETWEENREROUTE DRX-4

RWX PUMP HOUSE AND FIREWATER PUMP HOUSE

DISCIPLINE: CIVIL

PREPARED BY. DATE: REV PAGE

DISCIPLINE ENGINE ' DA7E:
DCN -0186 0 C^

FORM REV. 09123/93
P.\8457\DCNS\1 04/18/94 1:18pm
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